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Ref./r.M.C./P.C.C-/V.Lab - 348
Sample No.: P128

Name Of the Organlsatlon :

Mdress:

Date: 10 Mav 2023

Water Analvsis Reoort
ilc/Pcc/2o/Ro

M/s PodbE International Schol

Sandor Vilfage, Surue no.2524, 255A, 25614 and 257lt,Vasai, Tal.Vasai,

Dist.Palghar

E-mail lD : admin.vasai@padar.org

Date of rsceiving Sample : 09 May 2023

Sample Collected by : Party

Type of Water Sample : Drinking water sample ( Ro Water)

All results are in ppm ercept pH .6

Remark : The Sample is MicrobiologicallV & Chemicallv PotCble.

Thane Municipal Corporation, Thane

Authorised by

,+g^aLVd

10-Md.t-23

Omsatyashlv Paralkar

Thane Municipal Corporation, Thane

This is the anahAis report of the Drinking mter smple ( RO Water) Water smple reeiwd to our Vakratunda Laboratory on9/5/2O23. This further
ackndedges thatyou have paid the charg$ Rs. 1205/- vide Reeipt No.TMc/HQ/Ptc/0oO043/23-24 dated 09.05.2023

This Report has been Signature Digitally.
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Parameters Results UrnitJ as per 15 105lxt

pH 7.20 6.5 - 8.5

Frce Resldual chlo.im Nil 1 ppm

Tuftldlty 2.O 5 NTU

Chloride 20.0 2s0 mg/t

Total Hadness 38.0 300 mslL

Total colffolm Bacteda (

MPN)
0.(n 0/100 mL

Holl Absent 0/1oo mL

E{oll Absent 0/100 mL

Podar
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